WARREN

Water & Sewer System
Accounting Office

One City Square, Suite 420
Warren, Michigan 48093-5288

WATER ONLY/SECOND METER PROGRAM
POLICY

Pursuant to action by the Mayor and City Council, Water Only/Second Meters are available
for City of Warren utility customers. These meters can be installed to measure water usage
that is not reasonably expected to require sanitary sewer treatment. Examples of such usage
are lawn irrigation, pool filling, and other outside activities. Usage will be subject to water
consumption and service charges as currently provided for in the water utility rate ordinance
and are subject to change as the ordinance is amended. Waste water treatment consumption
and service charges will not be applied to water usage measured through this meter.

Meter costs do not include the cost for modifications to the customers plumbing or backflow
prevention devices. This work can be done by the homeowner or a plumbing contractor and
all work shall be in accordance with local and state plumbing codes. In addition, monthly
service charges and minimum bill fees will be applied to all active accounts. Therefore, the
customer’'s outdoor water usage pattern will determine the economic desirability of
participation in this program.

The Water Only/Second Meter shall be installed horizontally and be installed as close as
possible to the main meter. Shut-off valves, the same size as the meter, must be installed on
both sides of both meters. Ample room should be left around both meters for installation,
service and repair, and reading of the meter. The meter will remain the property of the City.

All hose bibs and irrigation systems must meet the City’s Cross Connection Ordinance for
approved backflow prevention. Consult the Water Division Cross Connection Division for any
qguestions or concerns at (586) 759-9225.

Any evidence the Water Only/Second Meter was used for domestic water consumption
(fraudulent use) shall automatically result in the assessment of both water and sewer charges
on the volume of water utilized through the Water Only/Second Meter from the time of its
original installation, loss of Water Only/Second Meter privileges, and fines of up to $1,000.00.

Revised July 1, 2026



WARREN

Water & Sewer System
Accounting Office

One City Square, Suite 420
Warren, Michigan 48093-5288

WATER ONLY/SECOND METER PROGRAM
PROCEDURES

Existing Buildings

1. Purchase the Water Only/Second Meter Permit from Water & Sewer
Department online at: www.cityofwarren.org

2. Complete plumbing work within ten (10) days of purchase of the Water
Only/Second Meter.

3. When the plumbing work is complete, call the Water Division
Plumbing/Cross Connection Inspector, Paul Bradley at (586) 759-9240 to
schedule an inspection.

4. After the approval of the Plumbing/Cross Connection Inspector, call the

Water Division Customer Service at (586) 759-9200 within three (3) days
to schedule the Water Only second meter and remote reader installation.

New Buildings

1. Purchase the Water Only/Second Meter at the time of application for
water service.

2. Have plumbing inspected during regular construction by the Building

Division. Both the domestic use and Water Only second meter will be
installed at the same time.

Revised December 2023


http://www.cityofwarren.org/
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WWARRE

Water & Sewer System
Accounting Office

One City Square, Suite 420
Warren, Michigan 48093-5288

WATER ONLY/SECOND METER FEES 2026/27

Meters*

5/8”
+ Template
+ Meter Install - 1 Hour

1”
+ Template
+ Meter Install - 1 Hour

1 1/2”
+ Flange Kit
+ Meter Install - 1 Hour

2”
+ Flange Kit
+ Meter Install - 1 Hour

Meter Transmitter Unit
Single Port
Dual Port

T/off-Inactivate Acct
5/8” & 1”
1% &2”

T/on-Reactivate Acct
5/8 & 1”
1 1/2” & 2”

Plumbing Permit Fee
Cross Connection Inspection Fee

*Includes Construction Service
5/8 & 1”
1 1/2”
2”

Fees Updated: Effective July 1, 2026

Fee

$187.00
$ 20.00
$ 78.00

$363.00
$ 30.00
$ 78.00

$770.00
$165.00
$ 78.00

$965.00
$208.00
$ 78.00

$120.00
$136.00

$ 25.00
$50.00

$ 25.00
$ 50.00

Contact Building Division
Contact Building Division

$ 15.00
$ 25.00
$ 35.00
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